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provide consistent service, at this time, would be to place a new and productive source

of supply online.

As the condition of the distribution system has been illustrated above, and further
within Mr. Gallo’s testimony, it is imperative that the Company installs strategically
placed main valves where there presently are none. In doing so, Company operators
will be able to isolate areas of the system to better perform leak detection as a
proactive measure to maintain consistent service. Further, in the event of excavating a
leak, the ability to isolate areas of the system will impact fewer customers than the

present configuration allows.

Lastly, the Company recently performed an inspection of the two (2) 15,000-gallon
atmospheric storage tanks. Contained in the inspection’s findings were that the liners of
the tank were completed deteriorated, please see attachment NAL-1. In an effort to
prolong the life of the tanks, and to avoid high construction costs of tank replacement,

the Company has chosen to reline its storage tanks.
What are the present customer service issues experienced on the White Rock system?

This project will address several long-standing issues that the customers of the White
Rock system frequently face. First and foremost, the system is essentially under a 24/7
water restriction due to the narrow margin of production over demand. The Company
is aware of several complaints made by the residents who feel as though they pay for a

service that isn’t always 100% accessible. The Company would reword this complaint by
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stating that water service is available for necessary use; however, discretionary use such
as filling a pool or system wide irrigation would become problematic quickly. The issue
that the Company is seeking to remedy is a diminishing production yield. The proposed
additional new source will provide a buffer between production and demand, in that
customers will have the ability for some discretionary use, which is what the Company

thinks many of its customers currently seek.

Unexpected and unscheduled system shutdowns have presented concerns over the
recent years as sizeable leaks sometimes occur in the night, depleting the storage tanks
and leaving a drained system by the time residents wake in the morning. The issues
with this are obvious; the prospective new source will provide additional lead time for

operators to be dispatched to provide maintenance to reduce service interruptions.

The addition of several main valves will further support continuous service in the event
of a distribution system repair. Fewer customers will be affected by a shutdown. This
will be achieved through the increased isolation abilities that these valves will provide.
As stated previously, the greater degree of isolation allows for better leak detection
capabilities for the operators to proactively identify leaks. The proactive identification
of leaks strongly supports the Company’s overarching goal of providing consistent water

service to each of its customers.
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Do you have support of the Department of Environmental Services (DES) to proceed

with this project?

Yes, the Company has received a letter of support from DES regarding the proposed

project. This letter is attached for your reference as NAL-2.
Why has the Company chosen to utilize debt to finance the project?

Simply stated, due to the expenses incurred and described in the brief narrative above,
the Company doesn’t have sufficient internal funds to finance the project on its own.
Further, Abenaki Water Company has borrowing capacity. The proposed debt financing
will support moving toward a balanced capitalization ratio, which ultimately is favorable

to customers as a less expensive option to an equity infusion.
Please describe the steps taken to procure the funds from the DWSRF?

The Company submitted an application for SRF funding prior to the 2019 deadline which
was not selected at that time to be funded. Upon the onset of multiple bulk water
deliveries needed to maintain water service in Q3 of 2019, the Company was in contact
with DES to work toward issue identification and resolution. There is a well-
documented source concern with the White Rock system that DES is aware of. After
reviewing the status of the system, the Company saw no other alternative but to
address the long-standing lack of source issue. After discussions with DES, and with
their full support, it was determined that this project would be fast-tracked for funding

as the situation was becoming dire.
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Will there be an impact on customer rates due to this project?

Yes, as this project is an addition to rate base there will ultimately be an increase to the
revenue requirement needed to fund it at the next rate application. Please refer to

Stephen P. St. Cyr’s testimony for further details.

Does this conclude your testimony?

Yes



